
Fire Risk Assessment Report

This report shows all the responses to the Fire Risk Assessment survey, including 
raised tasks.

21 Jun 2024

Asset ID: 9676 1-23 Swan Court Block 1-23 Swan Court, Gateshead

Cover Sheet

Photo

Date of Fire Risk Assessment 21 Jun 2024

Date of Next Fire Risk Assessment 21 Jun 2025

FRA Frequency (Months) 12

Purpose of Fire Risk Assessment Annual Re-Assessment

Type of Fire Risk Assessment Type 1 (Common Parts Only - Non Destructive)

Fire & Safety Assessor Kevin Jones GlFireE Level 4 Certification in Fire 
safety (Fire auditor)

It is sensible to have arrangements in place to ensure the consistency of Fire Risk Assessments in terms of the 
assessment of risk and mitigations proposed. In this regard Accent peer validate around 20% of reports, which 
are available within our audit system.
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Asset ID: 9676 1-23 Swan Court Block 1-23 Swan Court, Gateshead

The Scheme

Scheme Name Swan Court

Scheme Address 1-23 Swan Court Block 1-23 Swan Court, 
Gateshead

Postcode NE8 2QQ

Region North East

Scheme Manager Vicki Romanis

Scheme Tel. No

Scheme Inspection Completed Yes

Enforcing Fire Authority Tyne and Wear FRS

Other staff in attendance None

Number of on-site Accent staff Scheme Manager Weekdays

Number of other (non-Accent) staff Contract Cleaners in common areas

The Building

Accommodation Type CAT2 Housing for Older People (S28)

Build Date Jan  1 1991

Number Of Homes 22

Homes breakdown Flat

External wall construction Facing Brick

External wall finish Facing Brick, UPVC Cladding

Roof construction Timber

Roof covering Interlocking Pitched

PEEPs in place where necessary N/A

Current Evacuation Strategy Stay Put (Delayed) Evacuation

Conversion or purpose-built Conversion

Number of storeys 2

Number of floors on which car parking is provided 1

Is there a habitable basement? No

Number of internal Staircases (protected or unprotected?) 4 protected

Number of External Staircases None

External Balcony part of escape route? N/A

Unusual features None

Building Access Conditions for Fire Brigade Vehicular Access to one or more elevations
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Asset ID: 9676 1-23 Swan Court Block 1-23 Swan Court, Gateshead

Fire Detection and Warning System Flats and common areas not linked

Grade of fire alarm Grade A

Category of fire alarm LD1 Maximum Protection

Emergency Lighting Provision Maintained system - Common areas

Portable Fire Extinguishers supplied/fitted Yes

Fixed Fire Fighting Installations No

Customers

Number of occupants 25

Occupant tenure type breakdown CAT2 Housing for Older People, Sheltered Schemes

Fire Safety Related Customer Safety Servicing

Overdue communal gas safety checks 0

Overdue domestic gas safety checks 0

Overdue communal electrical condition checks 0

Overdue domestic electrical condition checks 0

Overdue alarm call pull chord tests 0

Overdue communal PAT testing 0

Overdue customer mobility scooter PAT testing 0

Overdue Monthly Emergency Lighting Switch Tests 1

Overdue Annual Emergency Lighting tests 1

Overdue Weekly Fire Alarm Testing 0

Overdue Fire Panel - Six Monthly Testing 1

Overdue Fire Safety Equipment tests 1

Building Fire Safety Surveys - Communal Doors

Failing Communal Fire Doors 0

Communal Fire doors due for replacement within 5 years 0

Dwelling Doors

Failing Dwelling Fire Doors 0

Dwelling Fire doors due for replacement within 5 years 0
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